
F 

E 

D 

C 

B 

4 3 
TfifiNFORKURING: 

(CQF) = Copper outlet flush, 1091b cable. 

@ ) = Copper outlet wall, 1091b cable. 

(6QD) = Copper outlet duct, 1091b cable. 

(COF*) = Copper outlet panel, 1091b cable. 
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= Fiber outlet flush mounted. 

= Fiber outlet wall mounted. 

= Fiber outlet duct mounted. 

= Fiber outlet panel, 0M1. 

= Fiber outlet box 
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CP= Consolidation point, 0.H= Over himling/ceiling U.G= Under gulv, raised floor 
WP= Wirepole 

0 = Nye 100 mm kjerneborr hull 
0 = Eksisterende 100 mm kjerneborr hull 

0 = Nytt 100 mm kjerneborr hull pa vegg o/himling. 

JU = Eksisterende gjennomf0ring 

| | | | = 400 mm Kabelstige 

I I I I = 300 mm Eksisterende kabelstige 

I i i — zuu mm rsaueisiiqe 
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T r i / 1 0 7 l/«kallyrt«rtl 

■ = 30040 Kabelkanal 

■ = VAN GEEL nedfaring 

_ ■ = Brannvegg A120 

^* = Branncellevegg 

= Flammestoppende vegg 

[J7 = Branndar 

A . = Branntetting 
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i = WLAN 
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